BUILDING PLANNING

3. ASCE Minimum Design Loads for Buildings and
Other Structures (ASCE 7); or

4. AISI Standard for Cold-Formed Steel Framing—
Prescriptive Method For One- and Two-Family
Dwellings (AISI S230); or

5. International Building Code.

The elements of design not addressed by the meth-
ods in Items 1 through 5 shall be in accordance with the
provisions of this code. When ASCE 7 or the Interna-
tional Building Code is used for the design of the build-
ing, the wind speed map and exposure category
requirements as specified in ASCE 7 and the Interna-
tional Building Code shall be used.

R301.2.1.2 Protection of openings. Exterior glazing in
buildings located in windborne debris regions shall be
protected from windborne debris. Glazed opening pro-
tection for windbome debris shall meet the require-
ments of the Large Missile Test of ASTM E 1996 and
ASTM E 1886 referenced therein. The applicable wind
zones for establishing misile types in ASTM E 1996 are
shown on Figure R301.2(4)C. Garage door glazed
opening protection for windborne debris shall meet the

requirements of an approved impact-resisting standard
or ANSI/DASMA 115.

Exception: Wood structural panels with a minimum
thickness of 7/16 inch (11 mm) and a maximum span
of 8 feet (2438 mm) shall be permitted for opening
protection in one- and two-story buildings. Panels
shall be precut and attached to the framing surround-
ing the opening containing the product with the
glazed opening. Panels shall be predrilled as
required for the anchorage method and shall be
secured with the attachment hardware provided.
Attachments shall be designed to resist the compo-
nent and cladding loads determined in accordance
with either Table R301.2(2) or ASCE 7, with the
permanent corrosion-resistant attachment hardware
provided and anchors permanently installed on the
building. Attachment in accordance with Table
R301.2.1.2 is permitted for buildings with a mean
roof height of 33 feet (10 058 mm) or less where
located in Wind Zones 1 and 2 in accordance with
Figure R301.2(4)C.

=~

For SI: 1 pound per square foot = 0.0479 kPa, 1 mile per hour = 0.447 m/s.
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a. Weathering may require a higher strength concrete or grade of masonry than necessary to satisfy the structural requirements of this code. The weathering
column shall be filled in with the weathering index (i.e., “negligible,” “moderate” or “severe”) for concrete as determined from the Weathering Probability
Mup [Figure R301.2(3)]. The grade of masonry units shall be determined from ASTM C 34, C 55, C 62, C 73, C 90, C 129, C 145, C 216 or C 652.

- The frost line depth may require deeper footings than indicated in Figure R403.1(1). The jurisdiction shall fill in the frost line depth column with the minimum
depth of fooling below finish grade.

. The jurisdiction shall fill in this part of the table to indicate the need for protection depending on whether there has been a history of local subterranean termite
damage.

- The jurisdiction shall fill in this part of the table with the wind speed from the basic wind speed map [Figure R301.2(4)A]. Wind exposure category shall be
determined on a site-specific basis in accordance with Section R301.2.1.4.

- The outdoor design dry-bulb temperature shall be selected from the columns of 97'/,-percent values for winter from Appendix D of the International Plumbing
Code. Deviations from the Appendix D temperatures shall be permitted to reflect local climates or local weather experience as determined by the building
official.

- The jurisdiction shall fill in this part of the table with the seismic design category determined from Section R301.2.2.1.

. The jurisdiction shall fill in this part of the table with (a) the date of the jurisdiction’s entry into the National Flood Insurance Program (date of adoption of the
first code or ordinance for management of flood hazard areas), (b) the date(s) of the Flood Insurance Study and (c) the panel numbers and dates of all currently
effective FIRMs and FBFM:s or other flood hazard map adopted by the authority having jurisdiction, as amended.

. In aceordance with Sections R905.2.7.1, R905.4.3.1, R905.5.3.1, R905.6.3.1, R905.7.3.1 and R905.8.3.1, where there has been a history of local damage from
the effects of ice damming, the jurisdiction shall fill in this part of the table with “YES.” Otherwise, the jurisdiction shall fill in this part of the table with “NO.”

i. The jurisdiction shall fill in this part of the table with the 100-year return period air freezing index (BF-days) from Figure R403.3(2) or from the 100-year (99

percent) value on the National Climatic Data Center data table “Air Freezing Index-USA Method (Base 32°F)” at www.ncdc.noaa.gov/fpsf.html.

j. The jurisdiction shall fill in this part of the table with the mean annual temperature from the National Climatic Data Center data table “Air Freezing Index-
USA Method (Base 32°F)” at www.ncdc.noaa.gov/fpsf.html,

. In accordance with Section R301.2.1.5, where there is local historical data documenting structural damage to buildings due to topographic wind speed-up
effects, the jurisdiction shall fill in this part of the table with “YES.” Otherwise, the Jjurisdiction shall indicate “NO” in this part of the table.
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